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Notification of Order under the Fire Service Act
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Building or
facility targeted
by the order

. Kita 1-jo Higashi 12-chome and 13-chome
Location .
2-1, 2-3, Chuo—ku, Sapporo—shi
Name Sapporo Olympia Bowl

Violation of the
Fire Service Act

* Indoor fire hydrant does not meet technical standards.
« Sprinkler system does not meet technical standards.




